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SECTI ON 104413

FI RE EXTI NGUI SHER CABI NETS

PART 1 - GENERAL

1.1 DESCRI PTI ON

A. This section covers recessed fire extinguisher cabi nets.

1.2 RELATED WORK
A. Acrylic glazing: Section 088000, GLAZING.
B. Field Painting: Section 099100, PAINTING.

1.3 SUBM TTALS

A. Submitinaccordance with Section 013323, SHOP DRAW INGS, PRODUCT DATA, AND
SAMPLES.
B. Manufacturer's Literature and Data: Fire extinguish er cabinet including

installation instruction and rough opening required

1.4  APPLI CATI ON PUBLI CATI ONS

A. Thepublicationslistedbelowformapartofthiss pecificationtotheextent
referenced. The publications are referenced in the text by the basic
designation only.

B. American Society of Testing and Materials (ASTM):

D4802-10........ Poly (Methyl Methacrylate) Acrylic Plastic Sheet

PART 2 - PRODUCTS

2.1 FI RE EXTI NGUI SHER CABI NET

A. Recessed type with flat trim of size and design sho wn.

2.2 FABRI CATI ON

A. Form body of cabinet from 0.9 mm (0.0359 inch) thic k sheet steel.

B. Fabricate door and trim from 1.2 mm (0.0478 inch) t hick sheet steel with
all face joints fully welded and ground smooth.
1. Glaze doorswith 6 mm (1/4 inch) thick ASTM D4802, clear acrylic sheet,

Category B-1, Finish 1.
Design doors to open 180 degrees.

Provide continuous hinge, pull handle, and adjustab le roller catch.

2.3 FI NI SH
A. Finish interior of cabinet body with baked-on semig loss white enamel.

B. Finishdoor,framewithmanufacturer'sstandardbak ed-onprimecoatsuitable
for field painting.

104413 -1



Coatesville VAMC
Renovate Building 69
Coatesville, PA 19320

PART 3 - EXECUTI ON

A. Install fire extinguisher cabinets in prepared open
accordance with manufacturer's instructions.

B. Installcabinetsothatbottomofcabinetis975mm
floor.

---END---
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ings and secure in

(39inches)abovefinished



